Laser interlock within laser cleanrooom.
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C2 delays opening for 30@ms
in case of momentary loss of
bulk 24U. Gives C1 time to recharge.

C3 sets time for application of full 24U (18@ms)>
R2 sets PWM duty factor for holding current



